Steel angle fasteners. Locate 2 ft. o.c. around perimeter. Lag to hood and anchor to roof.

2 x 12 cross-bracing. Located to match fan frame spacing.

3/4" plywood deck with sheet metal cap.

2 - 2 x 12 treated hood.

NOTES:

1. Provide galvanized metal flashing and roof flashing connections according to standard details.
2. Provide appropriate elbow-to-fan inlet separations of 3 duct diameters. For location of duct cutout or provide separate curb.

Fan roof curb detail
N.T.S.