MANUAL VENT VALVE

HOT WATER COIL (TYP.)

P/T

?" TO EACH COIL, (TYP.)

P/T

HR MAIN

FULL SIZE BRIDAL

BALANCING & FLOW MEASURING VALVES

COIL PUMP SEE BASE-MOUNTED PUMP PIPING DETAIL

NOTES: 1. ARRANGE PIPING TO ALLOW COIL REMOVAL.

2. (2) COILS SHOWN FOR CLARITY. SEE AIR HANDLING UNIT SCHEDULE FOR ACTUAL QUANTITY.

HOT WATER COIL (TYP.)

NOTE: INSTALL HS PIPING ON LEAVING AIR SIDE OF COIL (TYP.)

NOTE:
1. STAGGERED HEATING COILS. SEE AIR HANDLING UNIT SCHEDULE FOR QUANTITY AND SIZE.

3/4"

DRAIN VALVE WITH HOSE END & CAP

PUMPED HOT WATER COIL PIPING DETAIL

12/94