PRIMARY (2) CONDUIT DUCTBANK

- Existing Asphalt
- Flowfill (use 95% compacted fill if below landscaping)
- Warning Tape
- #6 AWG Bare Copper Grounding Conductor
- Concrete
- 4" Type EB for power
- Rebar typical spaced to spacer requirements
- Sand Base
- Trench Width: 3" 3½"
- Direct Buried Vault Power Conduit (where required)
- Asphalt Paving Patch where applicable

TRENCH WIDTH: 12" DUCTBANK
18" MINIMUM

E-5
DATE: 03/07/2021
ELECTRICAL DIV. 26

Colorado State University
Facilities Planning, Design and Construction Standards